
Division of Drinking Water

Public Water System Inventory Report
Run Date:            
08/04/2011 12:20 pm

JORDAN VALLEY WCD Rating:Legal Contact

RICHARD BAY Rating Date:

Activity Status:

06/01/1980

8215 SOUTH 1300 WESTAddress:

WEST JORDAN, UT   84088

Phone Number: 801-565-4300   

City Served (Area):  

County: SALT LAKE COUNTY

System Type: Community Last Inv Update: 07/18/2011

Activity Status Cd: Active 12/06/2010

Population:

PWS ID: UTAH18027   Name: JORDAN VALLEY WCD

82,500

Oper Period:

Gal/Day Gal/Min

Avg Daily Prod:

1/1 to 12/31

Surveyor: KATE JOHNSON Total Emerg Cap:

Last Snty Srv Dt: Total Dsgn Cap:

Active

Approved

Contacts

Contact
Type Name Office

Phone Numbers

Email AddressTitle Emergency

AC BAY, RICHARD  801-565-4300    

Service Connections

Connection 
Type Meter Type Code Meter Size

Number
Connections

Residential Metered 0 8,560

Combined Unknown 0 227

Commercial Unknown 0 989

Total Svc Connections9,776

Storage
166,000,000  GALTotal Storage: Number of Units: 26

No. Name Type Press'dEffective Volume

Constr
Matrl 

Overflow
Elev

Activity
Status

Adequate Capacity: NO

ST001 2800 E 9400 S - 1MG STEEL Ground Steel 4968 A NO   1,000,000 GAL   

ST002 2800 E 9400 S - 2 MG STEEL Ground Steel 4968 A NO   2,000,000 GAL   

ST003 2300 E 9800 S - 6 MG CONCRETE Ground Concrete 4968 A NO   6,000,000 GAL   

ST004 4760 S NANILOA - 2MG CONCRETE Ground Concrete 4608 I NO   2,000,000 GAL   

ST005 4800 W 4500 S - 1 MG STEEL Ground Steel 4498 A NO   1,000,000 GAL   

ST006 4800 W 4500 S - 2 MG STEEL Ground Steel 4498 I NO   2,000,000 GAL   

ST007 4800 W 4500 S - EAST 5 MG STEEL Ground Steel 4498 I NO   5,000,000 GAL   

ST008 4800 W 4500 S - WEST 5 MG STEEL Ground Steel 4498 A NO   5,000,000 GAL   

ST009 6000 W 4700 S - 1 MG STEEL Ground Steel 4740 A NO   1,000,000 GAL   

ST010 6000 W 4700 S - 2 MG CONCRETE Ground Concrete 4740 A NO   2,000,000 GAL   

ST011 6000 W 4700 S - 6 MG CONCRETE Ground Concrete 4740 A NO   6,000,000 GAL   

ST012 3200 W 6200 S - 8 MG STEEL Ground Steel 4605 A NO   8,000,000 GAL   

ST013 3200 W 6200 S - NORTH 2 MG STEEL Ground Steel 4605 I NO   2,000,000 GAL   

ST014 3200 W 6200 S - SOUTH 2 MG STEEL Ground Steel 4605 A NO   2,000,000 GAL   

ST015 5200 W 6200 S -  2 MG CONCRETE Ground Concrete 4740 A NO   2,000,000 GAL   

ST024 PRISON RESERVOIR Ground Concrete 4652 A NO   6,000,000 GAL   

ST026 BLUFFDALE TANK AT JVWTF Ground Steel 4980 A NO   

ST016 3600 W 10200 S - 3 MG CONCRETE Ground Concrete 4663 A NO   3,000,000 GAL   

ST017 5700 W 10200 S - 3 MG CONCRETE Ground Concrete 4959 A NO   3,000,000 GAL   

ST018 6920 W 10200 S- 3 MG CONCRTE OLD BINGHAMGround Concrete 5148 A NO   3,000,000 GAL   

ST019 5600 W 14500 S - 3 MG CONCRETE Ground Concrete 5148 A NO   3,000,000 GAL   

ST020 3800 W 5800 S (TERMINAL) 100 MG CONCRETEGround Concrete 4610 A NO   100,000,000 GAL   
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Storage
166,000,000  GALTotal Storage: Number of Units: 26

No. Name Type Press'dEffective Volume

Constr
Matrl 

Overflow
Elev

Activity
Status

Adequate Capacity: NO

ST021 JVWTP (FINISHED) - 8 MG CONCRETEGround Concrete 4722 A NO   8,000,000 GAL   

ST022 SERWTP (FINISHED) 1 MG CONCRETEGround Concrete 5012 A NO   1,000,000 GAL   

ST023 SERWTP (FINISHED) - 3 MG CONCRETEGround Concrete 5012 A NO   3,000,000 GAL   

ST025 8200 W NEW BINGHAM HWY 6MG CONCRETEGround Concrete 5375 A NO   

Treatment Plants

No. Plant Name

Approved Design
Capacity (gal/day)

Activity
Status

Treatment
Process

TP001 SWGWTP P

TP002 JVWTP A

TP003 WILLOW CREEK CHLORINATOR A

TP019 1300 E 7000 S - FLUORIDATOR A

TP023 SERWTP A

TP028 SOLENA WAY - FLUORIDATOR A

TP029 1330 E 8200 S -CHLORINATOR + FLUORIDE A

TP030 ALBION WELL CHLORINATOR A

TP031 NEWBURY DR - CHLORINATOR + FLUORIDE A

TP032 1100 E 4500 S -CHLORINATOR + FLUORIDE A

TP033 SIESTA DR - CHLORINATOR A

TP034 900 E 8500 S - CHLORINATOR A

TP035 500 E 8600 S -CHLORINATOR + FLUORIDE A

TP036 WEBSTER DR - CHLORINATOR + FLUORIDE A

TP038 1500 E 9400 S -CHLORINATOR + FLUORIDE A

TP039 COLLEGE ST- CHLORINATOR + FLUORIDE A

TP040 1400 E 6400 S -CHLORINATOR + FLUORIDE A

TP042 4670 S 1590 E -CHLORINATOR + FLUORIDE A

TP043 CAROL WAY - CHLORINATOR + FLUORIDE A

TP044 1784 E CREEK RD CHLORINATOR A

TP045 MONITOR DR - CHLORINATOR + FLUORIDE A

TP046 TERMINAL RESERVOIR CHLORINATOR P

Pumping Stations
Facility

No
Activity
Status

Emerg
Power 

Operating
Category

Total Dynamic
HeadAvailCapacityFacility Name

PF001 110 E 11400 S BOOSTER STATION A P      

PF002 10730 S 1300 E BOOSTER STATION A P      

PF003 4500 S 4800 W PF A P      

PF004 3200 W 6200 S PF A P      

PF005 PRESSURE ZONE C PUMP STATION P P      

PF006 PRESSURE ZONE D SOUTH PUMP STATIONP P      

Distribution System

Total Dyn Head 

ft H2O P.S.I.Pump Type

Pressure
Adequate

Auhority
Statement

Cross
Connection

  No

Sources

No. Source Name

Activity
Status

Source
Type

Well
Dia.

Safe

Yield *

Pump
Capacity

Location
Data On

File
Water
Type Availability

Period of
Operation

Grnd Wtr
Indicator

WS002A OLMSTEAD DIVERSION Active IN Yes SW Permanent 1/1 to 12/31 

WS002B MURDOCK DIVERSION Active IN Yes SW Permanent 1/1 to 12/31 

WS002C JORDAN RIVER AT JNPS Inactive IN Yes SW Permanent 1/1 to 12/31 

*Reports measured flow for wells, approved design capacity for all other sources.
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Sources

No. Source Name

Activity
Status

Source
Type

Well
Dia.

Safe

Yield *

Pump
Capacity

Location
Data On

File
Water
Type Availability

Period of
Operation

Grnd Wtr
Indicator

WS003 WILLOW CREEK WELL Active WL 16 2,401 GPM Yes GW Permanent 1/1 to 12/313600 GPM

WS004 1787 E CREEK RD WELL Active WL 20 2,248 GPM Yes GW Permanent 1/1 to 12/313600 GPM

WS005 1300 E 7800 S WELL Active WL 16 1,800 GPM Yes GW Seasonal1800 GPM

WS006 1000 E 7800 S INJECTION WELLActive WL 20 1,396 GPM Yes GW Seasonal1350 GPM

WS007 1000 E 8200 S WELL Active WL 20 920 GPM Yes GW Seasonal1200 GPM

WS008 700 E 7700 S WELL Active WL 20 2,499 GPM Yes GW Permanent 1/1 to 12/312350 GPM

WS009 700 E 8200 S WELL Active WL 20 1,001 GPM Yes GW Seasonal1050 GPM

WS010 1200 E 9400 S WELL Inactive WL 16 799 GPM Yes GW Seasonal800 GPM

WS011 300 E 4500 S WELL Inactive WL 14 314 GPM Yes GW Seasonal320 GPM

WS014 600 W 6400 S WELL Inactive WL 14 749 GPM Yes GW Seasonal750 GPM

WS015 1300 E 8600 S WELL Inactive WL 20 1,795 GPM Yes GW Seasonal1800 GPM

WS016 CASTO SPRINGS Inactive SP Yes GU Seasonal 

WS017 DRY CREEK SPRINGS Inactive SP Yes GU Seasonal 

WS018 1300 E 8200 S WELL Inactive WL 20 2,154 GPM Yes GW Seasonal2250 GPM

WS019 1300 E 7000 S WELL Active WL 24 2,109 GPM Yes GW Seasonal2245 GPM

WS021 500 W 9150 S WELL Inactive WL 20 902 GPM Yes GW Seasonal900 GPM

WS022 2000 E 8600 S WELL Active WL 20 1,099 GPM Yes GW Seasonal1100 GPM

WS023A SLA DIV AT DEER CREEK Active IN Yes SW Permanent 1/1 to 12/31 

WS023B DRAPER DIVERSION Active IN Yes SW Permanent 

WS023C BELL CANYON DIVERSION Active IN Yes SW Permanent 1/1 to 12/31 

WS023D MIDDLE FORK DIVERSION Active IN Yes SW Permanent 1/1 to 12/31 

WS023E SOUTH FORK DIVERSION Active IN Yes SW Permanent 1/1 to 12/31 

WS023F ROCKY MOUTH DIVERSION Active IN Yes SW Permanent 1/1 to 12/31 

WS023G LOWER BIG WILLOW DIVERSIONActive IN Yes SW Permanent 1/1 to 12/31 

WS025 1510 W 14600 S WELL Inactive WL 16 2,002 GPM Yes GW Permanent 1/1 to 12/312000 GPM

WS026 PRISON WELL Active WL 16 399 GPM Yes GW Permanent 1/1 to 12/31430 GPM

WS027 2300 E 9800 S WELL Active WL 20 1,849 GPM Yes GW Seasonal1850 GPM

WS028 SOLENA WAY WELL Active WL 20 2,154 GPM Yes GW Seasonal2000 GPM

WS029 PLACEHOLDER Inactive WL Yes GW Other 

WS030 ALBION WELL Active WL 987 GPM Yes GW Permanent 1/1 to 12/31 

WS031 NEWBURY DR WELL Active WL 3,994 GPM Yes GW Permanent 1/1 to 12/31 

WS032 1100 E 4500 S WELL Inactive WL 990 GPM Yes GW Seasonal1000 GPM

WS033 SIESTA DR WELL Active WL 4,308 GPM Yes GW Permanent 1/1 to 12/31 

WS034 900 E 8500 S WELL Active WL 2,692 GPM Yes GW Permanent 1/1 to 12/31 

WS035 1500 E 8600 S WELL Inactive WL 3,814 GPM Yes GW Permanent 1/1 to 12/31 

WS036 WEBSTER DR WELL Active WL 3,814 GPM Yes GW Permanent 1/1 to 12/31 

WS037 PLACEHOLDER Inactive WL Yes GW Other 

WS038 1500 E 9400 S Inactive WL 4,263 GPM Yes GW Permanent 1/1 to 12/31 

WS039 COLLEGE ST WELL Inactive WL 16 1,800 GPM Yes GW Seasonal 1/1 to 12/312010 GPM

WS040 1400 E 6400 S WELL Active WL 20 2,442 GPM Yes GW Permanent 1/1 to 12/312267 GPM

WS042 1590 E 4670 S WELL Inactive WL 20 1,700 GPM Yes GW Seasonal 1/1 to 12/311599 GPM

WS043 CAROL WAY WELL Inactive WL 20 1,300 GPM Yes GW Seasonal 1/1 to 12/311733 GPM

WS044 1784 E CREEK RD WELL Inactive WL 20 3,200 GPM Yes GW Seasonal2559 GPM

WS045 MONITOR DR WELL Inactive WL 20 3,590 GPM Yes GW Permanent 1/1 to 12/312711 GPM

WS046 COLLECTOR WELL Inactive WL Yes GW Other 

WS047 1000 E 7800 S WELL Inactive WL Yes GW Other 

WS048 8773 S 1300 W REASSIGNED TO WS054P WL Yes GW Permanent 

WS049 1324 W POLO LN REASSIGNED TO WS055P WL Yes GW Permanent 

WS050 9800 S 1300 W REASSIGNED TO WS056P WL Yes GW Permanent 

WS051 10621 S 1300 W REASSIGNED TO WS057P WL Yes GW Permanent 

WS052 1330 E 8200 S WELL Active WL 20 2,442 GPM Yes GW Permanent 1/1 to 12/312000 GPM

WS053 ETIENNE WAY WELL P WL Yes GW Permanent 

WS054 8773 S 1300 W - DW1 P WL No GW Permanent 1/1 to 12/31 

WS055 1324 W POLO LN - DW2 P WL Yes GW Permanent 1/1 to 12/31 

WS056 9800 S 1300 W-DW3 P WL No GW Permanent 1/1 to 12/31 

*Reports measured flow for wells, approved design capacity for all other sources.
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Sources

No. Source Name

Activity
Status

Source
Type

Well
Dia.

Safe

Yield *

Pump
Capacity

Location
Data On

File
Water
Type Availability

Period of
Operation

Grnd Wtr
Indicator

WS057 10621 S 1300 W - DW4 P WL No GW Permanent 1/1 to 12/31 

WS058 11059 S 1300 W - DW5 P WL Yes GW Permanent 1/1 to 12/31 

WS059 9911 S 2700 W - DW6 P WL No GW Permanent 1/1 to 12/31 

WS060 10940 S 2700 W - DW7 P WL Yes GW Permanent 1/1 to 12/31 

WS061 8400 S 1000 W - DW8 P WL Yes GW Permanent 1/1 to 12/31 

WS062 8200 S 1000 W-SW1 P WL No GW Seasonal 

WS063 8200 S 1100 W-SW2 P WL Yes GW Permanent 1/1 to 12/31 

WS064 PLACEHOLDER P WL No GW Permanent 

WS065 PLACEHOLDER P WL No GW Permanent 

WS066 PLACEHOLDER P WL No GW Permanent 

WS067 PLACEHOLDER P WL No GW Permanent 

WS068 7038 S COTTONWOOD ST WELLP WL Yes GW Permanent 1/1 to 12/31 

WS069 2129 E MURRAY-HOLLADAY RD WELLP WL Yes GW Permanent 1/1 to 12/31 

WS070 UTAH18016 - MWDSLS Active CC Yes SW Permanent 1/1 to 12/31 

WS071 UTAH18160  DISTRIBUTION Active CC No GW Permanent 1/1 to 12/31 

*Reports measured flow for wells, approved design capacity for all other sources.
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